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Purpose 
 
The Personnel Safety System (PSS) monitors the state of variables relevant to personnel 
safety (e.g. station door status, shutter status, water flow to Radiation Safety System 
components, etc.).  When the PSS detects that a variable is not in the correct state, a fault 
occurs, and the Front End shutter permit is removed.  Operators and Floor Coordinators 
are allowed to reset certain faults under certain conditions.   
 
These instructions cover the documentation and resetting of Minor Faults:  faults #384 
and above.  Operators and Floor Coordinators are allowed to attempt a reset of any Minor 
Fault up to 3 times per shift before contacting SI on-call personnel. 
 
The most common minor faults are as follows: 
 
Door faults:  Usually occur during a search-and-secure.  Typically the user removes 
his/her finger from the “Door Close” button before the door is locked, or the door fails to 
close smoothly due to improper mechanical adjustment.  This may also occur when a user 
opens a manual door. 
 
Water flow faults:  Usually occur when personnel have turned off water to a Radiation 
Safety System (RSS) component.  Fault may also occur due to mechanical problems. 
 



Course of Action 
 
1. Note the name and number of the fault.   

• This information can be found on the Beamline-Specific PSS Faults Screen 
(Figure 1).  The Fault Stack shows the number of each fault.  The matching name 
can be found within the comprehensive list of possible faults. 

 

 
Figure 1:  Path to Beamline-Specific PSS Faults Screen 



2. If a fault is latched, the rectangle to the left of the fault number is filled in.  A latched 
fault cannot be reset until the condition which caused the fault has been corrected 
(e.g. water flow has been restored, air pressure has been restored, etc.).   
• In Figure 2, 17-BM has two latched faults:  #112 and #448.  The purple rectangle 

indicates that #112 is a Serious Fault, which is outside the scope of this procedure.  
The yellow rectangle indicates that #448 is a Minor Fault, latched. 

• In Figure 2, 13-ID has one fault shown in the fault stack, #387.  The fault does not 
have its rectangle filled in.  Fault #387 is a Minor Fault, not latched, and could be 
reset.  (As noted on page 1, faults #384 and above are Minor Faults). 

 

 
Figure 2:  Beamline-Specific PSS Faults Screens showing latched and unlatched 
faults 



 
3. Go to the affected beamline, and discuss with the user what may have caused the 

fault.  This information is important if troubleshooting or follow-up maintenance by 
AES Division personnel is required.   
• For example, did a door fault occur during a search-and-secure or while the 

station was already taking beam?  Was the user adjusting a water valve when a 
water fault occurred?   

 
4. Using the PSS Minor Fault key, attempt to reset the fault.  Fault reset key banks are 

located on a 15U panel for the relevant beamline, most commonly the panel for 
Station-A (Figure 3).  When there is a minor fault, the “Minor Fault” light blinks.  
When the fault has been reset, the light stops blinking and remains lit. 
 

 
Figure 3:  15U Panel with key banks for resetting PSS faults 

 
5. If the fault resets, stay at the beamline until the user has successfully taken beam into 

the desired station.   
 



6. If the fault does not reset or occurs more than 3 times per shift, contact the SI on-call 
engineer.  He/She can provide advice as to whether the fault can continue to be reset 
or whether call-ins are necessary. 
• File an RMD report even if you continue to reset the fault; follow-up by AES 

Division personnel during business hours will be required. 
• If call-ins are necessary, notify the on-call Floor Coordinator.  The entire PSS 

system is under Configuration Control, and any work will require a CCWP. 
 

7. Document the occurrence in the appropriate shift log.  Include the fault number and 
name, time, beamline, and whether the fault reset without difficulty or required 
further action. 

 
 
Special Case:  Door Fault 
1. It may be necessary to remind the user to keep his/her finger on the “Door Close” 

button until the door has closed and locked. 
 
2. If the door appears to bounce upon closing, the PSS door switches or the door 

mechanics may need to be adjusted.  Both kinds of work require a CCWP, possibly 
followed by an HP Type-C survey.   
• If the problem is intermittent, the beamline may continue to run until normal 

business hours, possibly with additional resets (as with all Minor Faults, SI on-
call personnel should be notified if more than 3 resets are necessary). 

• If the problem is persistent and inhibits beamline operation, notify the on-call 
Floor Coordinator to initiate the necessary call-ins.   

 



Special Case:  Water Fault 
In addition to performing the Minor Fault reset, it is also necessary to reset the associated 
LOVE controller, which monitors water flow to RSS components and trips when the flow 
is below the minimum set-point. 
 
The LOVE controllers for RSS components are located on the Storage Ring Mezzanine 
inside control cabinets (Figure 4).  Key ES101 opens the PSS cabinet, while key ES102 
opens the FEEPS cabinet. 
 

 
Figure 4:  LOVE Controllers inside control cabinet 



1. When a LOVE Controller is in an alarm state, the Alarm Lamp flashes.  To perform a 
reset, press the “Index” and “Down Arrow” buttons simultaneously for 5 seconds 
(Figure 5).   

 

 
Figure 5:  LOVE Controllers.  The one on the right is the newer model.  Note the 
amber Alarm Lamp, which flashes when the controller is in alarm.  The “Index” and 
“Down Arrow” buttons, which are pressed for 5 seconds to reset the alarm, are circled 
in blue. 

 
2. If the Alarm Lamp stops flashing, the alarm has been successfully reset.   
 
3. If the alarm cannot be reset, notify ME on-call personnel and the on-call Floor 

Coordinator.  A call-in may be required. 


